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Abstract: A series of 2D and 3D modelling investigations have been undertaken to evaluate and
optimise magnetic ﬁeld distributions in a high temperature superconducting synchronous generator
with a coreless rotor. Such design studies are essential to determine if the required air-gap ﬂux
density is achievable and at the same time maintaining the total harmonic voltage content within
desirable limits. Moreover, due to the anisotropic properties of the superconducting tapes, the
presence of carefully designed ﬂux diverters is required in order to reduce the magnetic ﬁeld normal
to the broad face of the tape. It is therefore necessary to model and optimise the shape and position
of the ﬂux diverters to minimise the undesirable magnetic ﬁeld components. Since a 2D model does
not take into account the effect of the end leakage ﬂux, a 3D model was used to conﬁrm the
effectiveness of the design changes.
1 Introduction
The discovery of high temperature superconductivity (HTS)
has created an opportunity to develop the next generation
of power devices, including smaller and more efﬁcient
rotating electrical machines. In the case of synchronous
generators, the replacement of the copper ﬁeld winding with
a superconducting tape promises to deliver: (i) a superior
performance; (ii) a more compact design; (iii) a higher
reliability; and (iv) easier operation [1]. The HTS coils are
inherently more stable than low temperature superconduct-
ing coils (which require liquid helium cooling), especially
when operated in a liquid nitrogen environment. Recent
advances in refrigeration systems have helped signiﬁcantly
in reducing the overall costs, thus making the technology
more attractive. Moreover, the availability of high quality
BSCCO-2223 tapes with improved strength and critical
currents makes the design of the next generation of HTS
generator technologically viable.
Building on the success of our previous design and
construction of a 100kVA HTS demonstrator synchronous
generator with a magnetic iron core [2], which has proven
the feasibility of HTS generation and established a number
of key design principles, it is possible now to consider a
HTS synchronous generator with a coreless rotor. However,
in order to achieve a successful design, it is imperative to
ﬁrst conduct computational and simulation studies to
predict the performance and identify critical performance
issues. In particular, the severe nonlinearity and anisotropy
of the BSCCO tapes necessitates very careful shaping of the
local distribution of the magnetic ﬁeld in the area of the
HTS winding so that the undesirable ﬁeld components are
reduced and maintained at an acceptable level. This is a
crucial requirement which may decide the success or failure
of the whole design since HTS tapes will simply not work if
the normal component of the ﬁeld is too high. Thus, the
geometry and placement of the necessary ﬂux diverters is of
paramount importance [3]. This work reports on the 2D
and 3D studies undertaken to arrive at an optimal magnetic
design for further perusal.
2 Preliminary design
The machine is designed to utilise an existing conventional
stator, which has 48 slots and a balanced two-pole, three-
phase star-connected winding. The use of an existing stator
lowers the costs but restricts our ﬂexibility to control the
voltage waveform; thus careful positioning and shaping of
the ﬂux diverters and HTS ﬁeld winding become very
important. These requirements are very different from the
usual design criteria for a conventional generator. The
target air-gap density of the coreless rotor design is around
0.5T, whereas the ﬂux density normal to the broad face of
the tape must be kept as low as possible. The machine will
probably operate using sub-cooled liquid nitrogen at 64K
(rather than 77K); at this temperature (and by using the
currently best available material properties) it is possible for
the HTS tape to transport 130A provided that the normal
ﬁeld is below 0.1T [4]. The amount of iron used for the ﬂux
diverters must be kept to a minimum so that the total
weight reduction compared with the existing cored design
will be signiﬁcant.
A preliminary model of the machine was based on our
previous experience and the following constraints:
  The distance from the HTS tape to the ﬂux diverters is
0.5mm and 1.5mm respectively (top and bottom).
  The ﬂux diverters are longer than the coils by 4mm on
both sides.
  The assembly of the HTS coils and ﬂux diverters has to
ﬁt within the 140mm radius.
The 0.5 and 1.5mm gaps are introduced to avoid short-
circuit contact and at the same time provide space (larger
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need to reduce the magnetic ﬁeld component normal to the
broad face of the tape, especially in the corner region, has
already been explained. Finally, the large air-gap is needed to
accommodate the supporting structure and thermal insula-
tion. Moreover, for ease of manufacture, it was decided that
the inner diameters of some HTS coils (and ﬂux diverters)
should be the same; thus the bottom ﬁve sets of coils and
diverters were aligned with each other. Figure 1 shows the
preliminary model with details of the applied constraints, as
well as the distribution of the normal ﬁeld in the HTS coils.
This shape was obtained by ﬁtting as many HTS coils as
possible within the 140mm radius. Each coil consists of 70
turns with each turn being of 0.5mm width. Moreover, to
demonstrate the importance of the effect, Fig. 2a shows the
severity of the normal ﬁeld in the superconducting coils in
the absence of ﬂux diverters; its effect is particularly apparent
in the top region as shown in Fig. 2b.
A nonlinear analysis was performed throughout since
saturation of the magnetic ﬂux diverters was thought to be
important. The symmetry of the machine is exploited by
considering one-quarter of the area; regions are bounded by
the rotor polar axis, the inter-polar axis and the back of the
stator core: the rotor polar axis and back of the stator core
were taken as ﬂux lines with A¼0 and the rotor inter-polar
axis had a zero normal derivative. The magnitudes of the
sine components of odd-harmonic orders were extracted
using Fourier series. This data can be used to construct the
voltage waveforms and the resultant root-mean-square
(RMS) value. It should be noted that due to symmetry the
air-gap ﬂux-density waveform contains no even harmonics.
In the preliminary model, it was found that the total
RMS harmonic voltage content was 1.59% and the air-gap
ﬂux density was estimated at 0.676T. The component of the
magnetic ﬁeld normal to the broad face tape was
unfortunately found to peak at 0.252T (as shown in
Fig. 1). This undesirable high normal ﬁeld would signiﬁ-
cantly reduce the critical current and could cause the coils to
loose superconducting properties.
3 Field optimisation
3.1 2D modelling
The preliminary investigation revealed that the main
problem in the design is due to the normal component of
the magnetic ﬁeld in the HTS coils. Through careful
examination it was found that the high normal ﬁeld was
caused by the saturation of ﬂux diverters especially between
c o i l s7t o1 2w h i c hw a ss h o w ni nF i g . 2 b.I no r d e rt o
minimise this effect, the amount of iron could be increased
in the identiﬁed areas. Therefore, one HTS coil was
r e m o v e dl e a v i n g1 1c o i l sa ss h o w ni nF i g .4 a.F i g u r e4a l s o
shows the harmonic content of the voltage waveform and
the distribution of the normal ﬁeld after the thickness of the
four upper most ﬂux diverters was increased. The graph
s h o w st h eg a pﬁ e l du pt ot h e1 9 th harmonic, note that the
higher-order components will be reduced by the distribution
of the phase conductors throughout each phase belt. The
reduction of the normal ﬁeld was very welcome but the total
RMS harmonic voltage content became worse and
increased to 3.898%.
Since the air-gap ﬂux density obtained in the preliminary
design was above the target value, the number of turns in
the coils was reduced initially. However, reducing the
number of turns in the three upper most coils to 60 gave
only a slight improvement in the normal ﬁeld and caused
signiﬁcant deterioration of the voltage waveform. Hence, to
deal with the problem, two particular regions of the
waveform were identiﬁed. First, at the angles between 701
and 901 (to keep the overall weight to a minimum) a block
of iron with the width and height of 10mm was placed on
top of the upper ﬂux diverter and the results shown in
HTS coils (field winding)
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Fig. 2 Design without ﬂux diverter
a The ﬂux density distribution of the normal ﬁeld component in the
superconducting coils
b The peak magnitude of the normal ﬁeld in each individual coil
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block are initially chosen arbitrarily to show the effective-
ness by targeting a speciﬁc area for improvement. A wider
block (by making full use of the limiting 140mm radius
from the upper most ﬂux diverter) will almost certainly
produce a better voltage waveform in that region as is
shown later. Finally, in order to gain some idea on the effect
of changing the local ﬂux density on the total harmonic
content of the voltage waveform, a simple formula of
partial derivative was used [5]:
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where Vi is the ith harmonic of the voltage, Br is the radial
ﬂux density, y is the angle in degrees and other symbols
have their usual meanings. This expression, although
simple, provides a useful guide to target the speciﬁc area
for optimisation. Figure 3 shows the total harmonic content
of both phase voltage and line voltage obtained from the
above expression. Hence, the ﬂux diverters and coils were
moved further away from the stator at the angle between
311 to 621 (see Fig. 3) and, when possible, the number of
turns in selected coils was further reduced without
compromising the earlier constraints. The results, after the
ﬁnal modiﬁcations, are shown in Fig. 4c together with the
ﬂux lines. The normal ﬁeld in the coils was reduced from
0.133 to 0.086T and the total RMS harmonic voltage
content improved from 3.39 to 1.394%, thus the modiﬁca-
tions proved extremely successful.
At this stage an automated optimisation using design
sensitivity analysis was undertaken. The optimisation
process involved modular programming using a continuum
design sensitivity formula and the commercial ﬁnite element
analysis tool, OPERA [6], for calculating the sensitivity of
the ﬂux density distribution int h ea i r - g a pt od e t e r m i n et h e
position of the ﬂux diverters. The sensitivity formula was
analytically derived using the material derivative concept
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4
3
2
1
0
−1
−2
−3
−4
−5
30
angle, deg
e
r
r
o
r
 
(
×
1
0
−
3
)
phase voltage
line voltage
45 60 75 90
Fig. 3 Weighted errors in the air-gap ﬂux density
0.7
f
l
u
x
 
d
e
n
s
i
t
y
,
 
T
1
3
5
7
9
03 0 6 0
angle, deg
90
1−19
0.6
0.5
0.4
0.3
0.2
0.1
0.0
−0.1
−0.1799 T
−0.1326 T −0.0167 T 0.0992 T
−0.082 T −0.0019 T 0.0859 T
−0.0377 T 0.1045 T
1
3
5
7
9
1−19
1
3
5
7
9
1−19
0.7
f
l
u
x
 
d
e
n
s
i
t
y
,
 
T
f
l
u
x
 
d
e
n
s
i
t
y
,
 
T
03 0 6 0
angle, deg
90
0.6
0.5
0.4
0.3
0.2
0.1
0.0
−0.1
0.7
0.6
0.5
0.4
0.3
0.2
0.1
0.0
−0.1
a
b
03 0 6 0
angle, deg
90
c
Fig. 4 The air-gap ﬁeld and the distribution of the normal ﬁeld in the HTS coils
a Preliminary modiﬁcation
b Voltage waveform improvement
c Final design
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governing equation [7, 8]. The steepest-descent method was
used as a mathematical programming method to obtain the
optimal point in the design parameter space.
Since the aim of this optimisation is to minimise the
effects of the undesirable harmonics in the air-gap ﬂux
density, the objective function F was taken as:
F ¼
Z
Of
Bri   Brio ðÞ
2dO ð2Þ
where Bri is the radial component of the air-gap ﬂux density,
Brio is the target value set to be 0.6 siny, y is the angle
between 01 to 901 and Of is the objective region where F is
calculated. The sensitivity is deﬁned as the total derivative of
the objective function with respect to design parameters, P:
dF
dP
¼ 2ðBri   BrioÞ
dBri
dP
ð3Þ
The sensitivity for the air-gap ﬂux density was evaluated
using the general sensitivity formula expressed as:
dBri
dP
¼
Z
B
GðA; lÞ^ n n
@X
@P
dG ð4Þ
In this case,
GðA;lÞ¼BðA ÞBðl
  Þð n    n  Þ ½  ð 5Þ
where X is the ﬁnite element node point, z is the movable
interface, ^ n n is the outward normal vector to region 1, n is the
magnetic reluctivity, B is the curl operator, and * and **
denote region 1 and 2, respectively. In order to evaluate the
numerical value of the sensitivity of (4), the state variable,
A, and adjoint variable, . e, were calculated using ﬁnite
element analysis. Furthermore, the adjoint variable was
obtained from the adjoint system equation that has the
same system matrix as the primary equation. Therefore, the
adjoint equation is:
aðl;   l lÞ¼
Z
Of
2ðBri BrioÞ
TBð  l lÞdO ð6Þ
where the right-hand side depicts the forcing term which
results from taking the material derivative of (2).
The objective function in (2) was minimised and
evaluated over a 901 arc at a 160mm radius. The objective
region was subdivided into 45 individual quadrilateral
regions along the 901 arc. A total of 14 nodes, one from
each side of the ﬂux diverters, were selected as the design
v a r i a b l e sa n da l l o w e dt om o v ei nt h ex-direction subject to
the constraints speciﬁed previously. The ﬂux lines and
source distribution of the primary and the adjoint systems
before the optimisation process are shown in Fig. 5. The
ﬂux distributions for both the systems are different due to
sources being applied in different regions. A total of 25
iterations were performed to achieve the optimal position of
the ﬂux diverters as shown in Fig. 6. It can be seen that the
overall voltage waveform has improved signiﬁcantly which
is mainly due to the upper-most ‘block’ of the ﬂux diverter.
However, the overall weight of the machine has increased
somewhat in conﬂict with the original aim of a coreless
design. Moreover, it should also be noted that a slight
deterioration of normal ﬁeld in the HTS coils is a side effect
as only the voltage waveform was targeted in the
optimisation. Nevertheless, the optimisation results are
consistent with the previous modelling analysis, thus the
studies have proved that a coreless design is feasible.
3.2 3D modelling
The 3D model was constructed using an available software
Modeller [9]. The package allows a model to be built by
creating a set of bodies and then assembling these bodies
using Boolean operations. Figure 7 shows the basic features
of the used model. Since the generator is simulated under a
no-load condition, by exploiting symmetry and using
appropriate boundary conditions, only one-eighth of the
complete machine needs to be modelled. This allows a
better control of the mesh with the view of minimising the
error, in a total at 512951 quadratic tetrahedral elements
are used in the model.
Initially, the length of the rotor was set to 325mm, which
is the same as for the stator core. The distribution of the y-
component of magnetic ﬁeld along the straight line across
the stator core at x¼250mm and in the z-direction up to
162.5mm was considered as shown in Fig. 7. The resultant
distribution is shown in Fig. 8. Ideally, the y component of
the magnetic ﬂux density should be uniform, but unfortu-
nately this cannot be achieved due to different saturation
levels in the stator core. Nevertheless, an attempt was made
to achieve a better uniformity of the ﬁeld.
Initially, as a reasonable simpliﬁcation, it was assumed
that the ﬁeld at z¼0 would not be affected by changes in
the core length and that an increase in the area under the
graph might be related to an increase in the rotor length
multiplied by the ﬁeld at z¼0. Hence, values of the integral
of the By component divided by the ﬂux density in the
middle were examined and compared with the actual length;
objective region
(adjoint source)
a
b
Fig. 5 Flux lines for the primary and the adjoint system
a The primary system
b The adjoint system
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tions have shown that this assumption is not entirely correct
because the variation of the y component of the ﬂux density
at z¼0 turned out to be more signiﬁcant then expected as
the axial length of the rotor was increased (with respect to
the stator core). The results of the simulations are shown in
Fig. 8; it can be clearly seen that a rotor length of
approximately 172.5mm yields the best ﬁeld uniformity.
Hence, the rotor was made longer by 10mm and the radial
ﬁeld over a patch of 901 of arc and 200mm length at a
160mm radius was evaluated using the modiﬁed model to
extract the harmonics of the air-gap ﬂux density. The total
RMS harmonic voltage content was found to be 0.54% and
the air-gap ﬂux density was 0.51T, which, as expected, was
lower than the value obtained from 2D analysis due to
saturation by leakage ﬂux at the ends of the rotor, which is
an effect unaccounted for in the 2D model.
4 Conclusions
The 2D and 3D ﬁnite element investigations reported here
demonstrate the unique requirements of the superconduct-
ing generator compared with a conventional design. In
particular, it has been demonstrated how the magnetic ﬁeld
normal to the broad face of the HTS tape could be reduced
below acceptable maximum levels while maintaining the
necessary air-gap ﬂux density and at the same time
controlling the harmonic content of the voltage waveform.
Such modelling studies have been shown to be essential
before the actual design can commence.
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